DETAILA

TYPICAL INTERIOR DOWN-CONDUCTOR AND

GROUNDING DETAIL (STRUCTURAL STEEL)

Exterior Wall

Dominion 8 Sq In Bonding plate to steel columns x

Dominion Inspection test well

Steel Column

/T Connections

Dominion ground loop

cable to next ground rod x

Dominion 3/4" x 10 ft / =

Copperclad Ground Rod (if Py >
soil conditions permit) OR x
Copper Ground Plate

Since 1898

LIGHTNING

OMINION

LIGHTNING ROD CO. LTD.

Designers, Manufacturers, Installers of Lightning Protection Systems UNDER gonTRO

LIGHTNING PROTECTION LAYOUT FOR :

TYPICAL DETAILS

DRAWN BY : RCC

APPROVED BY: AGW
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